
NOTE 

 

Subject: EPA Comments on Kansas City Power & Light Co, LaCygne Generating Station, 

LaCygne, KS  

Round 7 Draft Assessment Report 

 

To:  File 

From:  Jana Englander, OSWER, US EPA 

 

Date:  January 31, 2011 

 

  

 

1. On p. 2, in the Introduction section, the report provides an assessment rating for the 

Upper and Lower AQC Ponds, but not the Bottom Ash Settling Pond.  Since there are 

three ponds identified earlier, all three should be provided an assessment rating in this 

section. 

 

2. On p.9, section 1.1.8, the report states that “to conclude that all of the ponds at the La 

Cygne Generating Station (Upper and Lower AQC Ponds) appear to be adequate for 

continued safe and reliable operation. All three of these ponds can be classified as 

follows: 

POND NAME  HAZARD POTENTIAL 

Lower AQC   LOW 

Upper AQC   LOW” 

 

The chart should include the hazard potential rating for the Bottom Ash Settling Pond as 

the document refers to “All three of these ponds can be classified as follows.”  On p. 16, 

both the table and commentary rate the Bottom ash Settling Pond as Low hazard 

potential.  Yet on p. 256, the Bottom Ash Settling Pond is rated “Less than Low.”  Please 

rectify the discrepancy. 

 

3. On p. 14, the report specifically states the time frame of construction for the Upper AQC, 

no statement is made at all for when the Lower AQC was constructed. 

 

4. Pps.234-253, photos should be labeled to identify which pond one is seeing.  Were there 

any photos of Bottom Ash Settling Pond taken and included in the report? 

 

 

State: None 

 

Company: See attached letter dated March 3, 2011 






